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ED100

GENERAL NOTES:

1. FOR REMOVAL INSTRUCTIONS AND CONNECTIONS TO FAN COIL UNITS SEE

EQUIPMENT SCHEDULE ON SHEET E203 AND E204.

2. SEE SHEET E100 AND E101 FOR LOCATIONS OF NEW EQUIPMENT. REFER TO

MECHANICAL PLANS FOR EXACT LOCATION OF NEW EQUIPMENT.

KEY NOTES:

E.C. TO REMOVE ALL ELECTRICAL CONNECTIONS,

DISCONNECTS TO MECHANICAL EQUIPMENT. SEE ONE LINE

DIAGRAM FOR ADDITIONAL INFORMATION.

EC TO DISCONNECT AND REMOVE ALL CONDUIT AND WIRE TO

HEAT RECOVERY BOX.
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